LUMINAIRE
NUMBER

LIGHTING
PLAN SHEET

SURVEY
LINE

STATION
NUMBER

OFFSET FRCM

CENTERLINE

POLE
DATA

FIXTURES

and WATTAGE

AES
PATTERN

FIXTURE
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FIXTURE
LT

FOOTING
DETAIL

LUMINAIRE

NUMBER

S-01

01

SR 48

10+71.00

32.00'LT

25 POLE

1-400 W HPS

TYPE I

N/A

N/A

Detaii A

S-01

S-02

N

SR 49

12+67.00

26.55' RT

25 POLE

1-400 W HPS

TYPE

N/A

N/A

Detail A

S-02

S-03

02

SR 49

14+49.50

27.74' LT

25 POLE

1-400 W HPS

TYPE il

N/A

N/A

Detail A

S-03

S-04

02

COLLEGE ST

150+88.54

37.81'LT

25' POLE

1-400 W HPS

TYPE I

N/A

N/A

Detail A

S-04

S-05

o
3%

COLLEGE ST

152+08.50

37.50'LT

25 POLE

1-400 W HPS

TYPE NI

N/A

N/A

Detail A

S-05

S5-06

SR 48

16+36.01

28.22' RT

25' POLE

1-400 W HPS

TYPEN

N/A

N/A

Detail A

S-06

S-07

SR 49

18+36.50

37.50 LT

25 POLE

1-400 W HPS

TYPE i

N/A

N/A

Detail A

S-07

S-08

SR 48

19+72.00

34.65 RT

25 POLE

1-400 W HPS

TYPE il

N/A

N/A

Detail A

S-08

S-09

CENTRAL AVE

200+72.00

21.50' LT

25 POLE

1-400 W HPS

TYPE Wil

N/A

N/A

Detail A

S-08

S-10

SR 49

20+90.01

3217 RT

25 POLE

1-400 W HPS

TYBE N

N/A

N/A

Detail B

S-16

S-11

SR 49

22+40.36

40.70' LT

25 POLE

1-400 W HPS

TYPE IV

N/A

N/A

Detail B

S-11

S-12

SR 49

23+55.12

41.10 RT

25 POLE

1-400 W HPS

TYPE i

N/A

NA

Detail B

S-12

S-13

E. MAIN ST

301+27.77

17.43' LT

25 POLE

1-400 W HPS

TYPE IV

60 AHEAD*

N/A

Detail A

S-13

S-14

SR 49

24+46.80

36.14' RT

25 POLE

1-400 W HPS

TYPE IV

N/A

N/A

Detail B

S-14

S-15

SR 48

25+08.03

37.69 LT

25' POLE

1-400 W HPS

TYPE IV

250 BACK*

N/A

Detail A

S-15

FECRCRURN

S-16

E. CHURCH ST

410+78.29

28.34'LT

25 POLE

1-400 W HPS

TYPE IV

430 BACK*

N/A

Detail A

S-18

S-17

SR 49

25+85.34

35.30' LT

25' POLE

1-400 W HPS

TYPE i

N/A

N/A

Detail A

S-17

S-18

SR 49

26+87.00

30.00' RT

25' POLE

1-400 W HPS

TYPE il

N/A

N/A

Detail A

S-18

S-19

SR 49

28+55.35

40.26' LT

25 POLE

1-400 W HPS

TYPE Hl

N/A

N/A

Detail A

S-19

S-20

SR 49

29+85.91

2074 RT

25 POLE

1-400 W HPS

TYPE Il

N/A

N/A

Detail A

S-20

S-21

SR 49

31+58.75

2095 LT

25 POLE

1-400 W HPS

TYPE il

N/A

N/A

Detail A

S-21

S-22

SR 49

32+74.31

36.41 RT

25 POLE

1-400 W HPS

TYPE IV

N/A

N/A

Detail A

S-22

S-23

PERSONS ST

501+19.41

33.01RT

25 POLE

1-400 W HPS

TYPEHI

5¢ AHEAD*

N/A

Detail A

S-23

S-24

PERSONS ST

501+73.12

33.40' LT

25 POLE

1-400 W HPS

TYPE IV

220 AHEAD*

N/A

Detail A

S-24

S-25

SR 49

34+51.42

32.56' RT

25 POLE

1-400 W HPS

TYPE Hii

N/A

N/A

Detail A

S-25

S-26

SR 48

36+15.0¢

30.00LT

25' POLE

1-400 W HPS

TYPE i

N/A

N/A

Detail A

S-26

S-27

SR 48

37+64.51

32.63 RT

25 POLE

1-400 W HPS

TYPE Wil

N/A

N/A

Detail A

S-27

S-28

SR 48

30+22.1¢

42,49 LT

25 POLE

1-400 W HPS

TYPE Wl

N/A

N/A

Detail A

S-28

S-29

FOUNTAIN ST

601+33.22

26.96'LT

25 POLE

1-400 W HPS

TYPE il

N/A

NA

Detail A

S-28

S-30

SR 42

40+62.38

28.99 RT

25 POLE

1-400 W HPS

TYPE il

N/A

N/A

Detail A

S-30

S-31

8|2 12188 8 88K &R R RRRERR BB S

US 341/SR7

100+13.95

30.46'LT

25 POLE

1-400 W HPS

TYPE

N/A

NA

Detail A

S-31

S-32

(-
o

SR 48

43+07.42

40.017 RT

25 POLE

1-400 W HPS

TYPE 1l

700 AHEAD*

N/A

Detail A

S-32

S-33

L™
o0

US 341/SR7

101+57.50

32.81'LT

25 POLE

1400 W HPS

TYPE I

8% AHEAD*

N/A

Detail A

S-33

S-34

(-]
o

SR 48

44+07.21

30.60' LT

25' POLE

1-400 W HPS

TYPE I

370 AHEAD*

N/A

Detaii A

S-34

S-35

-]
Q0

US 341/SR 66

57+96.08

51.00' RT

25 POLE

1-400 W HPS

TYPE I

120 AHEAD*

N/A

Detail A

S-35

S-36

[
o0

SR 48

45+22.39

52.45'LT

25 POLE

1-400 W HPS

TYPE I

550 BACK*

N/A

Detail A

S-36

S-37

L
0

SR 48

45+63.82

4117 RT

25 POLE

1-400 W HPS

TYPE

N/A

N/A

Detail A

S-37

S-38

-]
oo

SR 49

46+33.46

40.9¢' LT

25 POLE

1-400 W HPS

TYPEHI

N/A

N/A

Detail A

S-38

S-38

)
oo

SR 48

46+86.16

40.75 RT

25 POLE

1-400 W HPS

TYPE HI

N/A

N/A

Detail A

S-38

S-40

)
3]

US 341/SR 96

56+47.85

36.38' LT

25 POLE

1-400 W HPS

TYPE HI

N/A

N/A

Detail A

S-40

sREFtBe
SREF B9
$REFQB%

S-41

Lo
o

US 341/SR 96

56+21.93

50.70' RT

25 POLE

1-400 W HPS

TYPE

N/A

N/A

Detail A

S41

S-42

)
w

SR 98

59+77.79

33.91 LT

25 POLE

1-400 W HPS

TYPE

280 BACK*

N/A

Detail A

S-42

S-43

-
Q0

US 341/SR 7

103+45.97

31.34 RT

25 POLE

1-400 W HPS

TYPE

N/A

N/A

Detail A

S43

S-44

L.
©

SR 96

60+18.70

43.02 RT

25 POLE

1400 W HPS

TYPE

140 BACK*

N/A

Detail A

S-44

S-45

)
(o]

US 341/SR7

104+25.90

32.89 LT

25 POLE

1-400 W HPS

N/A

N/A

Detail A

S-45

S48

-]
(o]

US 341/SR7

105+35.21

3314 RT

25 POLE

1-400 W HPS

!
TYPE I
TYPE H

N/A

N/A

Detail A

S-46
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*AHEAD IS TOWARD HIGHER STATION NUMBERS
*BACK IS TOWARD LOWER STATION NUMBERS
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